CROSS-CONNECTION CONTROL PROGRAM

Backflow Prevention Assembly Tester Requirements

To ensure compliance with the City of Calhoun’s Cross-Connection Control Program

(CCCP), all backflow testers must adhere to the following standards and procedures.

Certification and Equipment Standards

o Testers must hold a valid backflow testing certification from a recognized program such
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as GAWP, TREEO, or ABA. Certifications must remain current and be renewed before
expiration.

All backflow tests must be conducted with approved, properly calibrated equipment that
meets industry standards (e.g., AWWA and USC Foundation for Cross-Connection
Control). Test kits must have annual calibration to remain current.

Proof of certification and/or calibration must be submitted upon request.

Testing and Reporting Requirements

o
(@]

O

Tests must be performed in accordance with the CCCP and applicable regulations.
Testers must follow all safety protocols during testing and installation of backflow
prevention devices.

All backflow tests must be completed on the City of Calhoun's official test report form.
Test reports must be legible and include all required information. Any relevant findings
should be documented. Testers must notify the City immediately of any discrepancies or
issues discovered.

Test reports must be submitted via email within 48 hours of testing. Each email should
contain reports for only one customer, and the subject line must include the customer’s
name and/or address.

Record Retention and Compliance
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Test reports must be retained for at least three (3) years. If the City is unable to locate a
report, testers must provide past reports upon request.

The City reserves the right to audit test results or inspect testing procedures to ensure
compliance with regulations.

Failure to follow these requirements may result in rejection of reports, and/or forfeiture of
testing privileges. In some cases, offenders may face penalties or legal action for
falsifying information.

*All documents must be properly labeled and submitted by email in PDF format to
miburchett@calnet-ga.net.




